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North American Energy Standards Board
Request for Initiation of a NAESB Business Practice Standard, Model Business Practice or Electronic Transaction
or 

Enhancement of an Existing NAESB Business Practice Standard, Model Business Practice or Electronic Transaction
Instructions:


1.
Please fill out as much of the requested information as possible.  It is mandatory to provide a contact name, phone number and fax number to which questions can be directed.  If you have an electronic mailing address, please make that available as well.


2.
Attach any information you believe is related to the request.  The more complete your request is, the less time is required to review it.


3.
Once completed, send your request to:




Rae McQuade




NAESB, President



1301 Fannin, Suite 2350



Houston, TX  77002




Phone:  713‑356‑0060



Fax:      713‑356‑0067



by either mail, fax, or to NAESB’s email address, naesb@naesb.org.

Once received, the request will be routed to the appropriate subcommittees for review.

Please note that submitters should provide the requests to the NAESB office in sufficient time so that the NAESB Triage Subcommittee may fully consider the request prior to taking action on it.  It is preferable that the request be submitted a minimum of 3 business days prior to the Triage Subcommittee meetings.  Those meeting schedules are posted on the NAESB web site at http://www.naesb.org/monthly_calendar.asp.

North American Energy Standards Board
Request for Initiation of a NAESB Business Practice Standard, Model Business Practice or Electronic Transaction

or 

Enhancement of an Existing NAESB Business Practice Standard, Model Business Practice or Electronic Transaction
   Date of Request:   ___5/31/2006___

1.  Submitting Entity & Address:




    
_Western Electricity Coordinating Council - WECC___________




_615 Arapeen Drive_____________________________________




_Suite 210_____________________________________________





_Salt Lake City, Utah 84108______________________________  
2.  Contact Person, Phone #, Fax #, Electronic Mailing Address:





Name 
:     
_Steven Ashbaker____________________





Title 
:     
_Assistant Director, Operations________





Phone :  
_801-582-0353 x108__________________





Fax 
:
_801-582-3918______________________





E‑mail
:
_ashbaker@wecc.biz_________________

3. Title and Description of Proposed Standard or Enhancement:

Title:



WEQBPS-006


Manual Time Error Correction
Description:

Requirement #5 and the associated table (below) indicate the West initiates manual time error corrections at +/- 2 seconds.  
5. Interconnection time monitoring. Each Interconnection Time Monitor shall monitor time error and shall initiate or terminate corrective action orders according to the following table:

	
	Initiation
	Termination

	Time

 (seconds)
	East
	West
	ERCOT
	East
	West
	ERCOT

	Slow
	-10
	-2
	-3
	-6
	+/-0.5
	+/-0.5

	Fast
	+10
	+2
	+3
	+6
	+/-0.5
	+/-0.5



The Western Interconnection has initiated manual time error corrections at +/- 5 seconds since May 2004 and requests a modification/enhancement to the referenced table in WEQBPS-006 to change the +/- 2 seconds to +/- 5 seconds.
4.  Use of Proposed Standard or Enhancement (include how the standard will be used, documentation on the description of the proposed standard, any existing documentation of the proposed standard, and required communication protocols): 


Nothing new required, simply change the +/- 2 seconds to +/-5 seconds in the WEQBPS-006 table for the West.
5.  Description of Any Tangible or Intangible Benefits to the Use of the Proposed Standard or Enhancement:

Keeping the initiation threshold at +/- 5 seconds will allow the West to continue to hold the interconnection at a higher level of reliability.  It lessens the number of times the interconnection needs to be operated at a scheduled frequency less than or greater than 60 Hz.
6.  Estimate of Incremental Specific Costs to Implement Proposed Standard or Enhancement:

Initiating manual time error corrections at +/- 5 seconds has been policy in the West since May 2004.  No specific costs will be incurred in changing the values in the table in WEQBPS-006 to match current operating practice.
7.  Description of Any Specific Legal or Other Considerations:

The Western Electricity Coordinating Council (WECC) will be requesting a waiver from the FERC related to Order 676 allowing the continued practice of initiating manual time error corrections at +/- 5 seconds.  An appeal for waiver indicates a request be submitted to NAESB to modify the WEQBPS-006.
8.  If This Proposed Standard or Enhancement Is Not Tested Yet, List Trading Partners Willing to Test Standard or Enhancement (Corporations and contacts):

The Enhancement does not need to be tested – it has been an operating practice since May 2004.
9.  If This Proposed Standard or Enhancement Is In Use, Who are the Trading Partners:

No entities will be affected unless this Enhancement request is denied.  Such denial could affect all Balancing Authorities in the Western Interconnection as well as the Interconnection itself.
10.  Attachments (such as : further detailed proposals, transaction data descriptions, information flows, implementation guides, business process descriptions, examples of ASC ANSI X12 mapped transactions):

